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Element Loading Instructions

1. Load an element into the upstream or feed end of the pressure vessel. The brine seal should

face the upstream end of the vessel to prevent feed bypass when the unit is in operation. Leave

6" of the element exposed beyond the end of the pressure vessel to facilitate loading succeed-

ing elements.

2. Record the serial number and location of the element.

3. Apply glycerine to the O-rings of an interconnector. With a twisting motion, insert the intercon-

nector into the central tube on the upstream end of the previously loaded element. Rotate the

interconnector to insure that the O-rings have been seated.

4. Line up a second element with the interconnector of the first element. With a gentle pushing

and twisting motion, insert the interconnector into the downstream end of the second element.

5. Push both elements forward until about 6" of the second element extends beyond the feed end

of the pressure vessel.

6. Record the serial number and location of the second element.

7. Repeat the loading process for the remaining elements.

8. When all elements have been loaded into a pressure vessel, insert glycerine lubricated product

end adaptors into the first and last elements in the vessel.

9. Connect the downstream pressure vessel end cap to the product end adapter and secure the

end cap.

10. The following figure illustrates the correct placement of interconnectors and elements within a

pressure vessel.
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